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NOTES:

1. RISER DIAGRAM IS INTENDED AS A SCHEMATIC AND MAY NOT REPRESENT THE
ACTUAL PHYSICAL LOCATION OR CORRECT GRAPHIC REPRESENTATION OF FIXTURES
TO BE INSTALLED. PLEASE REFER TO THE PLUMBING PLANS AND SCHEDULE FOR
MORE INFORMATION.

2. ALL COLD, HOT AND RECIRC. PIPING TO BE INSTALLED ABOVE THE CEILING.
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